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IZVESTAJ O ISPITIVANJU /

Br./ No/612-22-44/13
Proizvod KOSI HVATAC NECISTOCE / Y strainer /
/ Product / Model / Model /: Y strainer

Artikal / 4## /2 3670
Dimenzija / Dimension /: 112%, 314“, 1%, 5/4, 6/4% i 2

Proizvodac TIEMME RACCORDERIE S.p.A.

/ Manufacturer/  Via Cavallera, 6/A (Los. Barco), 25045 Castegnato (BS), Italija, Italy

Narucilac - TIEMME RACCORDERIE S.p.A.

/ Ordering party / Via Cavallera, 6/A (Los. Barco), 25045 Castegnato (BS), italija, Italy

Metod lzvrsene su provere osnovnih dimenzija i ispitivanje otpornosti prema
ispitivanja unutradnjem pritisku

/ Method of / Dimension and resistance to internal pressure examinations were performed /
examination / Ispitivanja su izvrSena u skladu sa standardima SRPS EN ISO 228-1:2011 i

SRPS EN 12266-1:2013
/ Examinations were performed according to the standards SRPS EN IS0 228-
1:2011 and SRPS EN 12266-1:2013 /

Rezultati Maksimalna temperatura ‘ 100°C
ispitivanja / Maximal temperature/
/ Results of Maksimalni radni pritisak
examination / / Maximal operating pressure /
Size 12% | 3/4“ 1¢ 5/4“ | 6/4“ 2¢

PN (bar) 20 20 20 20 20 20

Ni§, 24.04.2013 god

Rukovodilac ispitivanja insko inzenjerstvo

/ Z::smf Engineering /

Prof. dr M%den Stojiljkovié \ . .;%jgf,\d;cragan Mil¢i¢




